
Work Order Bid (ID)
WORK TO BE PERFORMED IN ACCORDANCE WITH 2011 
TENNESSEE WEATHERIZATION FIELD GUIDE and ANY 
LOCAL CODES. QUESTIONS SHOULD BE DIRECTED TO 

EAST TENNESSEE RESOURCE AGENCY - 
WEATHERIZATION DEPT.

WO/60006EA2214/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Pre: 1750
Post:1500
Year built: 1996
Type of structure: mobile home
Approx. SF: 1072

Revised

COMMENT

Company Name & License Number:

Contractor's Signature:

60006EA2214Audit Name:

CLIENT INFORMATION

60006EA2214Client ID:

AGENCY INFORMATION

East Tennessee Human Resource Agency (865) 691-2551

(865) 531-72169111 Cross Park Drive, Suite D100

Agency Phone:Agency:

Email Address:

Fax:Address:

Knoxville, TN   37923
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Measures

General Air Sealing

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Pre: 1750
Post:1500
1) Laundry: right of clothes washer: seal plumbing access 3 ' x 3 ': Approx. 12 
LF of celar caulk.
2) Laundry room: seal 1 " pipe going through floor: Approx. 3 inches of clear 
caulk.
3) HWH: Seal 3 pipes going through floor: Approx. 1 LF of clear caulk.
4) Seal with clear caulk plumbing under masterbath, hall bath, and kitchen 
sinks: total of 9 pipes to be sealed: approx. 2 LF of clear caulk.
5) HVAC: Replace boot in masterbedroom next to bath: Reading over 15:  
Vacuum, clean, and mastic supply duct.
6) HVAC: Vacuum, clean, and mastic all supply ducts: Total of 7 additional 
supply ducts, beside the one in step 5. 
7) HVAC: evaluate bath2 crossover.
8) Masterbath: garden tub: clear caulk tub: approx. 10 LF .

Components Inspected

#

1

General air sealing 
(setup cost)

1 1EachInsulation

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Lighting [Living][6] LT1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Contractor to consult with client to determine most efficient locations for CFL's.

Components Inspected

#

2

Compact Fl. -13 Watt1 6EachLighting

Compact Fl. -13 Watt2 6EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

3

DWH Tank Insulation1 1EachInsulation

DWH Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Belly Fiberglass Loose

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replace 20 % of R-19 fiberglass batts and belly. SF: 1072 x 20 % = 214.4 SF 
to be replaced. Floor joist: 2"x6"x16" OC.

Components Inspected

#

4

Floor Insulation -
Fbergls,Blwn

1 21BagInsulation

Floor Insulation -
Fbergls,Blwn

2 21BagLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 6 Ln. Ft. @ Each Hot and Cold Water Line

Components Inspected

#

5

DWH Pipe Insulation1 1EachInsulation

DWH Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Replace Heating [Electric]

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replace original heating and cooling system with new 2 TON Heat Pump. 
Existing unit is 15 yrs. Old and in disrepair. Supply agency with Manual J.

Components Inspected

#

6

Replacement elec 
furnace (not used)

1 1EachHeating Equipmen

Replacement elec 
furnace (not used)

2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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